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Recently, model predictive control (MPC) has received increased attention in the HVAC community, largely due to its
ability to systematically manage constraints while optimally regulating signals of interest to setpoints. For example,
in a common formulation of an MPC control problem for variable compressor speed vapor compression machines,
the setpoints often include the zone temperature and the evaporator superheat temperature. However, the energy
consumption of vapor compression systems has been shown to be sensitive to these setpoints. Further, while superheat
temperature is often preferred because it can be easily correlated to heat exchanger efficiency (and therefore cycle
efficiency), direct measurement of superheat is not always available. Therefore, identifying alternate signals in the
control of vapor compression machines that correlate to efficiency is desired.
In this paper, we consider a model-free extremum seeking algorithm that adjusts setpoints provided to a model pre-
dictive controller. While perturbation-based extremum seeking methods have been known for some time, they suffer
from slow convergence rates—a problem emphasized in application by the long time constants associated with ther-
mal systems. Our method uses a new algorithm (time-varying extremum seeking), which has dramatically faster and
more reliable convergence properties. In particular, we regulate the compressor discharge temperature using an MPC
controller with setpoints selected from a model-free time-varying extremum seeking algorithm. We show that the rela-
tionship between compressor discharge temperature and power consumption is convex (a requirement for this class of
realtime optimization), and use time-varying extremum seeking to drive these setpoints to values that minimize power.
The results are compared to the traditional perturbation-based extremum seeking approach. Further, because the re-
quired cooling capacity (and therefore compressor speed) is a function of measured and unmeasured disturbances,
the optimal compressor discharge temperature setpoint must vary according to these conditions. We show that the
energy optimal discharge temperature is tracked with the time-varying extremum seeking algorithm in the presence of
disturbances.
1 INTRODUCTION
Vapor compression systems (VCS), such as heat pumps, refrigeration and air-conditioning systems, are widely used
in industrial and residential applications. The introduction of variable speed compressors, electronically-positioned
valves, and variable speed fans to the vapor compression cycle has greatly improved the flexibility of the operation
of such systems (Fig. 1A). This increased actuator flexibility, along with increasing onboard computational power,
enables more sophisticated control schemes than traditional on-off or decentralized PI control. For example, Model
Predictive Control (MPC) of vapor compression systems (Fig. 1B) offers a flexible and rigorous design process in
which the constraints are enforced during transients and can be modified as the design evolves; and the resulting con-
troller can be computed and analyzed immediately, providing rigorous guarantees on feasibility, optimality, conver-
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gence, transient performance and stability. Further, process control variables such as zone temperature and superheat
temperature can be regulated to their setpoints in steady state. Previous work has shown that the energy efficiency of
these systems is strongly dependent on these setpoints (Burns and Laughman, 2012), however, determining appropriate





















Figure 1: A. The vapor compression system under study consists of a variable speed compressor, condensing heat
exchanger, electronically controlled expansion valve, and evaporating heating exchanger. The inputs to the VCS that
are manipulated by the control system include (i) the compressor frequency, (ii) the condenser fan speed, (iii) the EEV
position, and (iv) the evaporator fan speed. B. An MPC controller is nominally configured to use measurements y(k) to
drive regulated variables of a vapor compression system and zone to their setpoints r(k) in the presence of disturbances
d(k) such as changes in outdoor air temperature and heat load.
In a typical air conditioning system, setpoints to the controller1 may include (1) zone temperatures selected by the user
and (2) internal machine signals, the regulation of which is required for delivering the required cooling capacity in the
presence of given thermodynamic boundary conditions such as heat load and outdoor air temperature. Assuming there
exist flexibility with actual zone temperatures, the optimization of setpoints of type (1) have been extensively investi-
gated, especially in the context of a model predictive controller where disturbances d(k) such as ambient temperature
and occupancy may be predicted known for some horizon into the future. The interested reader may refer to (Ma et al.,
2012, Oldewurtel et al., 2012, Zhang et al., 2013) for more information on problems of this type. However, in this
paper, we consider the optimization of setpoints of type (2); that is, internal machine process variables whose steady
state values determine the energy consumption of the vapor compression machine.
Often, setpoints of type (2) are simply given as a constant evaporator superheat temperature. In this case, it is assumed
that the superheat temperature is a good surrogate for overall cycle efficiency, and by regulating the cycle such that
all the refrigerant passing through the evaporator becomes saturated vapor upon exiting, it is assumed that the overall
process is performed efficiently. Additionally, it is often stated that because compressors may be damaged when
ingesting two-phase refrigerant, regulating the superheat temperature to a positive value ensures only saturated vapor
is ingested. However, strict measurement of superheat requires at least one temperature and one pressure measurement
(and perhaps more sensors are required depending on the assumptions one makes regarding pressure losses in the
evaporator), and these sensors are often too expensive to be included in commercial systems. Additionally, for systems
with multiple evaporators, requiring independent regulation of both superheat temperature and zone temperature may
not even be possible with the typical set of actuators, because the number of regulated variables may exceed the number
of controls. Therefore, alternatives to superheat setpoints for regulating cycle capacity and efficiency are desired.
In this paper, we select the compressor discharge temperature as a signal to be regulated by an MPC controller. The
discharge temperature is often measured for equipment protection making it a commonly available signal, and because
1In this paper, we consider the ‘controller’ as the low-level algorithm that determines actuator commands and not, as in other applications, as a
user interface to the vapor compression machine for programming zone setpoints. However, we assume that zone setpoints entered by the user in
the case of the latter are available to the former.
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the refrigerant state at this location in the cycle is always superheated, this signal is a one-to-one function of the
disturbances over the full range of expected operating points. (Contrast this with evaporator superheat temperature,
which is not defined for values less than zero and produces no change in sensible temperature measurement when
two-phase refrigerant exits the evaporator. One of the main challenges of superheat regulation is that low superheat
temperature, which is good for efficiency, is easily perturbed to zero in the presence of disturbances, causing the loss
of signal information and therefore of feedback control.) Because discharge temperature changes with heat loads and
outdoor air temperatures, its setpoint cannot be regulated to a constant, but instead must vary with these conditions. It
is the aim of this paper to automate the generation of such setpoints in order to maximize energy efficiency.
One common way to optimize the performance of a vapor compression system is to use a mathematical model of
the governing physics. However, models that attempt to describe the influence of steady state operating points on
thermodynamic behavior and power consumption are often low in fidelity, and while they may have useful predictive
capabilities over the conditions in which they were calibrated, the environments into which these systems are deployed
are so diverse as to render comprehensive calibration and model tuning intractable. Therefore, relying on model-based
strategies for realtime (online) selection of optimal setpoints is tenuous.
Recently, model-free methods that operate in realtime and aim to optimize a cost have received increased attention
and have demonstrated improvements in the optimization of vapor compression systems and other HVAC applica-
tions (Burns and Laughman, 2012, Li et al., 2010, Sane et al., 2006, Tyagi et al., 2006) To date, the dominant ex-
tremum seeking algorithm that appears in the HVAC research literature is the traditional perturbation-based algorithm
first developed in the 1920s (Leblanc, 1922) and re-popularized in the late 1990s by an elegant proof of convergence
for a general class of nonlinear systems (Krstic, 2000).
While all extremum seeking techniques optimize a performance metric by estimating its gradient and driving inputs
such that the metric is optimized, the way in which the gradient is estimated has a strong influence on its convergence
properties. In the traditional perturbation-based method, a sinusoidal term is added to the input at a slower frequency
than the natural plant dynamics, inducing a sinusoidal response in the performance metric (Tan et al., 2010). The
extremum seeking controller then filters and averages this signal to obtain an estimate of the gradient. Averaging the
perturbation introduces yet another (and slower) time scale in the optimization process. For thermal systems such as
vapor compression machines where the dynamics are already on the order of tens of minutes, the slow convergence
properties of perturbation-based extremum seeking become impediments to wide-scale deployment.
However, new extremum seeking approaches have been developed that estimate the gradient of the performance metric
in a way that does not introduce two time scales. Time-varying extremum seeking uses adaptive filtering techniques
to estimate the parameters of the gradient function from measured data, eliminating averaging in the controller (Guay
et al., 2013). In this paper, we apply time-varying extremum seeking to the problem of obtaining setpoints that
optimize energy efficiency in a vapor compression system.
The rest of the paper is organized as follows: A brief problem description is given in Section 2, followed by an
explanation of the time-varying extremum seeking control (TV-ESC) routine in Section 3. In Section 5, simulation
results for the application of the TV-ESC on an air conditioning system are presented. A comparison of TV-ESC and
perturbation based ESC is shown in Section 4 using a simplified example. Lastly, concluding remarks are offered in
section 6.
2 PROBLEM DESCRIPTION
Consider the following nonlinear system to represent the dynamics of the vapor compression system
xk+1 = xk + f (xk, rk) (1a)
zk = h(xk) (1b)
where xk ∈ Rn is the vector of state variables at the kth time step, rk ∈ R is the reference signal for discharge
temperature, and zk ∈ R is the measured variable to be minimized, power consumption. The goal is to drive the system




















Figure 2: Block diagram of system and controllers.
to the equilibrium x∗ and r∗ so that zk is minimized. The optimal input r∗ is the setpoint for discharge temperature
that minimizes power consumption. The MPC is designed for zone temperature and discharge temperature tracking,
as well as to enforce constraints on the system inputs and outputs.
The MPC uses a linear model to approximate the nonlinear dynamics of the VCS. In compact form, this model is given
by
xk+1 = Axk + Buk + Bdwk
yk = Cxk + Duk
(2)
where A ∈ Rn×n, B ∈ Rn×p, Bd ∈ Rn×m, C ∈ Rq×n, D ∈ Rq×p, uk ∈ Rp is the vector of control inputs to the VCS,
wk ∈ Rm is the disturbance vector, and yk ∈ Rq is the vector of system outputs.
Let Trsp ∈ R represent the setpoint for zone temperature which is known a priori. Further, yTd (k) and yTr (k) ∈ yk are the




yTd (k) − r(k)
yTr (k) − Trsp
)
(3)







s.t. ymin ≤ y(k) ≤ ymax, k = 0, . . . ,N
umin ≤ u(k) ≤ umax, k = 0, . . . ,N
(4)
where N is the MPC prediction horizon. The matrix P is obtained from the solution to the algebraic Riccati equation
(which is solved to determine the terminal cost for the finite horizon control problem). The matrices Q and R are tuned
to appropriately weight the objectives in the cost function.
The MPC optimization problem is solved online at each time step, providing a set of control moves from the current
time step to the a time N steps in the future. The first control move is applied to the system, new measurements are
obtained, and the optimization problem is recalculated. The goal is to improve the efficiency of the vapor compression
system by supplying the MPC with a discharge temperature set-point that will minimize power consumption while
tracking a given zone temperature. The proposed realtime optimizer is a time-varying extremum seeking control
(TV-ESC) scheme.
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3 EXTREMUM SEEKING CONTROLLER
The ESC is tasked with supplying the MPC with the setpoint for discharge temperature r that will minimize power
consumption z. We follow the discrete-time ESC update law outlined in Guay (2014).

























Figure 3: Overview of the TV-ESC algorithm.






> βI ∀r ∈ R (6)
where β is a strictly positive constant.
Let φk = ∆rk . The dynamics of the cost function can be parametrized as:
∆zk = θTk ∆rk = φ
T
k θk (7)
Let the estimator for (7) be
∆zˆk = θˆTk ∆rk = φ
T
k θˆk (8)
where θˆk is the vector of parameter estimates. The output prediction error is defined as ek = ∆zk − ∆zˆk.
The dynamical system operates at the faster time-scale with sampling time ∆t while the steady-state optimization
operates at the slow time scale with sampling time ∆t, where  is a time-scale separation parameter. The parameter



































Where Σ ∈ Rnθ×nθ is the covariance matrix and Pro j is an orthogonal projection operator. For a more detailed discus-
sion on this operator see Guay (2014) and Goodwin and Sin (2013).
The gradient descent controller is given by:
rk+1 = rk − kgθˆk + dk (11)
where dk is a bounded dither signal and kg is the optimization gain .
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Together, the iterative extremum seeking routine is given by:
rk+1 = rk − kgθˆk + dk (12a)
φk = ∆rk = rk+1 − rk (12b)
































As shown in Figure 3, at the kth iteration step, the ESC algorithm uses the difference between current rk and next input
rk+1, and the difference between measured ∆zk and predicted ∆zˆk change in power consumption for the gradient esti-
mation. The estimated gradient will be used to parameterize the unknown but measured cost function describing power
consumption. The gradient is estimated by employing a recursive least squares filter with forgetting factor α. Further,
the estimated gradient is used to compute the gradient descent controller which will reduce power consumption. The
new setpoint is applied by the MPC, and the ESC algorithm is repeated at the next ESC sample time.
Note that the time-varying extremum seeking controller does not require averaging the effect of the perturbation as in
the case of the traditional perturbation-based extremum seeking controller. For this reason, time-varying extremum
seeking converges substantially faster, as demonstrated in an example in the following section.
4 COMPARISON OF TIME-VARYING AND PERTURBATION
EXTREMUM SEEKING CONTROL
To illustrate the differences in convergence rate between perturbation-based ESC and TV-ESC, these two methods
are used to optimize a Hammerstein system consisting of first-order linear difference equation and a static output
nonlinearity (see Figure 4A). The equations for this system are given by
xk+1 = 0.8xk + rk (13)
zk = (xk − 3)2 + 1 (14)
which has a single optimum point at
r∗ = 0.6 (15)
z∗ = 1. (16)
Note that the pole location in the difference equation component establishes a dominant timescale and therefore sets a
fundamental limit for the convergence rate.
In order to illustrate the difference in convergence rates, a discrete-time perturbation-based extremum seeking con-
troller (perturb-ESC) and a time-varying extremum seeking controller (TV-ESC) is applied to the problem of finding
the input r that minimizes the output z, without a model of the process or any explicit knowledge of the nature of
the optimum. Reasonable effort is made to obtain algorithm parameters for both ESC methods that achieve the best
possible convergence rates. The parameters for the perturbation based ESC used for simulation are
dk = 0.2 sin(0.1k) (17)
ωLP = 0.03 (18)
K = −0.005 (19)
Where dk is the sinusoidal perturbation, ωLP is the cutoff frequency for a first-order low-pass averaging filter, and K is
the adaptation gain. Note that the high-pass washout filter was not used as convergence rate was improved without it.
For details of a discrete-time perturb-ESC formulation, see Killingsworth and Krstic (2006).




xk+1 = 0.8xk + rk
zk = (xk   3)2 + 1
A. B.

































Figure 4: Comparing TV-ESC with perturbation ESC. For this application, TV-ESC converges considerably faster to
the optimum.
The parameters used for the TV-ESC are
dk = 0.001 sin(0.1k) (20)
kg = 0.001 (21)
α = 0.1 (22)
 = 0.4 (23)
(24)
Where kg is the adaptation gain, α is the forgetting factor, and  is the timescale separation factor. No projection
algorithm was needed for this example.
Simulations are performed starting from an initial input value of r = 2 and the ESC methods are turned on after
100 steps. The resulting simulations are shown in Figure 4B. The perturb-ESC method converges to a neighborhood
around the optimum in about 4000 steps (not shown in the figure), while the TV-ESC method converges in about 250
steps.
The fast convergence characteristic of TV-ESC is well suited to the optimization of thermal systems with their associ-
ated long time constants. In the next section, we apply the TV-ESC algorithm to the problem of selecting setpoints for
a MPC controller of a vapor compression machine and present simulation results.
5 SIMULATION RESULTS
The extremum seeking algorithm is used to determine the optimal discharge temperature setpoint that will minimize
power consumption at steady state for the air conditioning system. The setpoints for discharge temperature rk de-
termined by the ESC are passed to the MPC which ensures that discharge and zone temperature setpoints are met,
while maintaining operating constraints. As previously illustrated in Figure 2, the inputs uk to the VCS are compres-
sor frequency, EEV position, and condenser fan speed. Heat load changes are modeled as a disturbance wk. The
performance metric zk is power consumption measured in Watts. Simulations are performed on a model of vapor com-
pression systems that has been developed based on the Thermosys toolbox for MATLAB/Simulink (Alleyne, A., et.
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al., 2012). This model captures pertinent dynamics through a moving-boundary approximation to the heat exchanger
dynamics. The parameters used in this model have been calibrated to data obtained from a 2.6 kW single-zone room
air conditioner operating in cooling mode.







where A is the dither signal amplitude, ω is the dither frequency, and k is the current iteration step. The ESC routine
was sampled every 100 s. The MPC was executed every 15 s with a prediction horizon of 64 steps. No projection
algorithm was used for the ESC, although this could be added to ensure that the discharge temperature set-point lies
within a specified set.
Figure 5: The trajectory of the ESC is shown to go near the minimum of the power surface while maintaining a constant
zone temperature for a heat load of 1900 W. The extremum seeker begins at a discharge temperature of 83.8 ◦C and
power consumption of 449.6 W, and converges to 59.3 ◦C and 372.5 W respectively.
As shown in Figure 5, the function describing power consumption is convex at steady state and can thus be minimized
by changing the setpoint for discharge temperature. The ESC routine steers the system toward its optimum. The
trajectory generated by the ESC is superimposed on the power surface. Note that the system is initialized at steady
state (and achieves the zone temperature setpoint) at the start of the trajectory. Therefore, the significant improvement
in power consumption occurs only after the ESC routine is applied.
The trajectory starts at a discharge temperature of 83.8 ◦C and power consumption of 449.6 W, and converges to
59.3 ◦C and 372.5 W respectively. The cost surface indicates that the true optimum lies at 55 ◦C with a power con-
sumption of 367.8 W. The ESC converges to a region near the optimum within five simulated hours and improves
power consumption by 77 W or 17%. The convergence rate can be improved by employing a higher optimization gain
and a faster ESC sample rate, but system stability may suffer if the ESC is too aggressive.
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Figure 6: A heat load increase of 400 W is modeled at 30, 000 s. As the cost surface changes due to the new heat load
of 2300 W, the time-varying extremum seeking algorithm converges to 62.5 ◦C and 463.6 W, a region near the true
optimum at 58 ◦C and 456 W.
To demonstrate that the time-varying extremum seeking algorithm can reject disturbances, an increase in heat load
of 400 W is applied at 30, 000 s. The extremum seeker appropriately changes the discharge temperature setpoint as
shown in Figure 6 in order to obtain the minimum energy operating point. The trajectory shown begins where the
previous simulation ended, as the extremum seeker reaches the near-optimum discharge temperature for a heat load of
1900 W. The extremum seeker converges to 62.5 ◦C and 463.6 W, a region near the true optimum at 58 ◦C and 456 W.
The size of the region near the true optimum that the extremum seeker converges to can be adjusted by varying the
optimization gain and dither signal amplitude.
Note that using perturbation-based extremum seeking and its associated convergence characteristics would have pro-
hibitively slow performance. Time-varying extremum seeking allows disturbances to be rejected on time scales nec-
essary for online implementation.
6 CONCLUSION
In this paper, we show that time-varying extremum seeking control is a viable and effective approach to steady state
real-time optimization of vapor compression systems. TV-ESC does not rely on averaging and singular perturbation to
obtain an estimate of the gradient of the power consumption. As a result, it converges to optimal setpoints substantially
faster than conventional extremum seeking methods.
This approach does not rely on dither signal frequency as the sole tuning parameter, leading to more freedom in tuning
and thus making the tuning process easier. The rate at which the ESC is sampled directly impacts the convergence
time to the optimum setpoint. This rate cannot be set arbitrarily fast, however, as the dynamics of the system and the
speed at which the MPC is able to achieve new setpoints have to be considered. Further, previous work has shown
that the energy efficiency of vapor compression systems is strongly dependent on setpoints for superheat temperature,
though these setpoints have not always been easy to determine. Here, we showed that discharge temperature setpoints
can be generated via a model-free ESC approach and that the integration of ESC and MPC resulted in substantial
energy efficiency improvements while also maintaining operating constraints. Future work will focus on obtaining
experimental results for this approach.
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